








 

 

 This covenant shall run with the land and be binding upon the undersigned and upon all subsequent 

owners of property. 

 

 The property subject to this covenant is described as follows: 

 

 -- SEE ATTACHED EXHIBITS “A” (Legal Description) and “B” (Survey, Plat, etc)— 

 

 In construing this covenant and where the context so requires, the singular includes the plural and all 

grammatical changes shall be implied to make the provisions hereof apply equally to corporations and to 

individuals. 

 

 IN WITNESS WHEREOF, the GRANTOR has executed this instrument this ______ day 

of_____________, 20______; if a corporate grantor, it has caused its name to be signed and seal affixed by its 

officers, duly authorized thereto by order of its board of directors.  

 
  

 
 

OWNER(S)      Mailing address of Owner(s) 

 

             

 

            

 

 

 

 

STATE OF OREGON   ) 

   )  SS 

County of    ) 

 

 This instrument was acknowledged before me on    , 20 , by    

   . 

 

 

             

       NOTARY PUBLIC FOR OREGON 

       My Commission Expires:   

 

 

 

ACCEPTED:  ___________________________  

   City Manager 
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CITY OF DONALD
P.O BOX 388
DONALD, OREGON
97020

DATE: 4/30/2019

STD DWG NO:
DRAWN:  JVB
APPROVED:

STANDARD SEPTIC TANK
INSTALLATION

ST-70

NOTES:

AutoCAD SHX Text
4" PVC (CL200) INFLUENT PIPE FROM HOUSE(S)

AutoCAD SHX Text
1.5" PVC TO PROPERTY LINE

AutoCAD SHX Text
1. ORENCO CONTROL BOX WITH COUNTER ORENCO #51 CT ORENCO CONTROL BOX WITH COUNTER ORENCO #51 CT (MOUNTED TO HOUSE WITH 15 AMP CKT. DEDICATED) 2. SEPTIC TANK MUST BE LOCATED TO HAVE A MAXIMUM OF SEPTIC TANK MUST BE LOCATED TO HAVE A MAXIMUM OF 36" OF COVER.

AutoCAD SHX Text
PRE-FABRICATED 1000 GALLON SEPTIC TANK (TYPICAL)

AutoCAD SHX Text
FIELD LOCK JOINT

AutoCAD SHX Text
INSPECTION ACCESS RISER AND LID (AT OR NEAR GROUND SURFACE). OPTIONAL

AutoCAD SHX Text
PRE-FABBED CONCRETE BAFFLE OR 4" PVC WYE & 4" PVC DOWNTURN

AutoCAD SHX Text
ALARM       8"

AutoCAD SHX Text
PUMP  ON

AutoCAD SHX Text
PUMP OFF

AutoCAD SHX Text
4"

AutoCAD SHX Text
4"

AutoCAD SHX Text
BUBBLER

AutoCAD SHX Text
9"

AutoCAD SHX Text
ORENCO LEVEL CONTROL STD. FLOAT SETTINGS

AutoCAD SHX Text
SLOPE GROUND AWAY FROM RISER

AutoCAD SHX Text
JUNCTION BOX

AutoCAD SHX Text
CONDUIT TO CONTROL BOX (SEE NOTE #1)

AutoCAD SHX Text
STANDARD MANHOLE FRAME & LID

AutoCAD SHX Text
ORENCO PUMP VAULT (SV1548)

AutoCAD SHX Text
DRAIN PORT

AutoCAD SHX Text
PUMP

AutoCAD SHX Text
VAULT INLET PORTS (BUBBLER)

AutoCAD SHX Text
PROPERTY LINE

AutoCAD SHX Text
1.5" CHECK VALVE (COMPRESSION-COMPRESSION)

AutoCAD SHX Text
1.5" P.E. PROP. LINE TO MAIN. 

AutoCAD SHX Text
LEVEL CONTROL FLOAT ASSEMBLY (2 FLOAT WIDE RANGE ON/OFF)

AutoCAD SHX Text
LOCATE SHUT-OFF PER PUBLIC WORKS DEPARTMENT REQUIREMENTS

AutoCAD SHX Text
24" CONC. RISER RINGS W/NON-SHRINK GROUT

AutoCAD SHX Text
KNOCKOUT IN CONCRETE RISER W/1.5" QUICK DISCONNECT


